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<« SIGNAL/LIGHTING STANDARD

#8 AWG BARE COPPER

SCHEDULE 80 PVC CONDUIT
WITH END BELL, SEE NOTE 1

ANCHOR BOLT GROUNDING
CLAMPS
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BONDING CONDUCTOR TO ALL

3.0m (10°) MAX. -

NOTES:

1) SCHEDULE 80 PVC CONDUIT SHALL BE THREAD—FIT INTO

COUPLER AND EXTEND 25MM (1”)MIN, TO 50MM (2”)MAX.
ABOVE TOP FACE OF BASE PLATE.

2) PVC CONDUIT-COUPLER JOINT AREA SHALL BE WRAPPED
IN CONSTRUCTION—GRADE WATERPROOF PAPER PRIOR TO
INSTALLING MORTAR.
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